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TYPE | KITCHEN HOOD AND EXHAUST DUAL

4’ MAX.

EXTERNAL DISCONNECT (MAY BE
INTERNAL IF ACCESSIBLE FOR

SERVICE WITHOUT TOOLS)

=z
=
7 N NO CUTTING OR NOTCHING
VENT RELEASE FOR HEATED AIR /g \ OF STRUCTURAL MEMBERS
AROUND DUCT (UMC CHP 5) 1 ) FRAME IN AL SIDES
A ALL WELDED DUCT AND PLENUM
ROOF
ll—""" (SUPPORT INDEPENDENT OF SHAFT)
- I

PANEL CEILING

AIR SPACE \
MIN. 22 GAUGE 3"=12" [ N FLASHING ¢l OSURE REQUIRED IF LESS
CLOSURE FLASHING (UMC CHP 5) TN 1o un?c e
(UMC CHP 5)

10" MIN. FROM BUILDING,PROPERTY
LINE OR AIR INTAKE (CHP 5)

/— GREASE CUP

B ONE OR TWO HOUR
B FIRE RESISTIVE SHAFT
\ /ch CHP 7

PANEL CEILING

L —LUMINAIRE (ARTICLE 400)

GREASE FILTER OR
EXTRACTER (UMC CHP 5)

6” MIN GREASE DRIP TRAY
(UMC CHP 5)
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